2'x 2'x 4" THICK CONCRETE PAD
AROUND VALVE BOXES
IF NOT IN PAVED AREA
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UNDISTURBED SOIL

THREADED ELBOW
(NOTCH WHEN INSTALLED ON

90°

2" GALV. -

DEAD END STREETS

2" RESILIENT SEAT GATE VALVE (IBBM)

W/ 2" OPERATING NUT

2" @ X 18" LG BRASS NIPPLE

PLUG OR IPT CAP

WITH 2" THREADED HOLE
FIELD LOK GASKETS AND

MJ X 2"

GRIP RINGS PER PLANS

DRAWN BY: J. HUDSON
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2" BLOW-OFF ASSEMBLY

19601 NE HALSEY ST., PORTLAND, OR 97230-7489, OFFICE: (503) 665-4179, FAX: (503) 667-5108

Rockwood Watery ROCKWOOD WATER PEOPLE'S UTILITY DISTRICT

People’s Utility District




