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HEAVY DUTY VALVE BOX

NOTES:

1. VALVE BOX SHALL BE OLYMPIC FOUNDRY 5-603, OR
APPROVED EQUAL.

2. VALVE BOXES SHALL BE CENTERED DIRECTLY OVER THE
VALVE NUT IN A VERTICAL POSITION.

3. VALVE BOX TOP SHALL BE ADJUSTED TO MEET FINISHED
GRADE.
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