LOT 1

LOT 2

ROCKWOOD WATER PEOPLE'S UTILITY DISTRICT IS RESPONSIBLE FOR:

LOT 3

| LOT 4

1. TAPPING/CUTTING-IN TO EXISTING WATER MAIN

2. INSTALLING NEW WATER MAIN UP TO THE PROJECTED PROPERTY |

LINE OF PROPOSED SUBDIVISION

3. OPERATION OF ANY VALVES CONNECTED TO THE EXISTING MAIN

4. FINAL CONNECTION TO THE PROPOSED WATER MAIN(S)

INSTALL METER 2' MIN, 5' MAX
/ FROM PROPERTY LINE
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STANDARD WATER SERVICE

DRANT ASSEMBLY

CONTRACTOR IS RESPONSIBLE FOR:
1. THE NEW WATER MAIN INSTALLATION UP TO APPROXIMATELY
10' DISTANCE FROM THE EXISTING WATER MAIN OR NEW

CONNECTION POINT.
INSTALLING A TEMPORARY 2" BLOW-OFF ASSEMBLY AT THE
END OF THE NEW WATER MAIN.
3. A PROPOSED MAIN PRESSURE TEST AND CHLORINATION,
ACCORDING TO THE DISTRICT'S REQUIREMENTS.

LOT 6

LOT7

LOT 8

A

EXISTING STREET

STANDARD MAIN & SERVICE INSTALLATION
FOR NEW DEVELOPMENT
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